wastewater from vegetable oil industries into natural water sources, due to oil and fat contamination, suspended matter, pH and high turbidity, causes them to be contaminated and use these sources unnecessarily. Also, the entry of these wastewater into the sewage collection network and urban wastewater treatment plant causes some problems such as collecting network clogging, disruption of sedimentation unit, reduction in dissolved oxygen, excessive growth of algae and material production, and invisible floating layers, disturbances in microorganisms and, in general, disruptions to the treatment system's work (1, 3, 4) . Therefore, it is necessary to develop a suitable treatment plan for these types of wastewater. One of the methods for solving these problems is the application of hybrid suspended growth and attached growth processes or biofilm processes (5, 6) . Since the in this process, the volume required for the basin decreases, it has attracted the attention of most specialists. Based on the medium used in the integrated fixed-film activated sludge (IFAS) process, these systems are divided into two categories of system with fixed media and Scattered Media System (6-10). Sticking to the bed microorganisms make denitrification possible by increasing cell retention time and increasing sludge age causes less sludge production. Usually attention to attached growth systems is due to the high biomass concentration that can in comparison with suspended growth processes. This action reduces the hydraulic residence time (8, 11) . The low hydraulic residence time reduces required reactor volume. Particularly when the land is limited to a refinery, this factor can be an important advantage. In these compressed systems, submerged beds are used which the flow can be upward or downward. In fact, in these systems, the performance of wastewater treatment will increase with the attached biomass. On the other hand, with increasing biomass, the resistance of the process increases against organic and hydraulic loading shocks (7, 8 The anaerobic and aerobic reactors with sedimentation unit were made from polyethylene and plexiglas sheets with a thickness of 8 mm. The schematic and pilot specifications described in Fig 1 and Table 1 are presented. According to Fig. 1 , the aerobic tank is composed of three distinct parts. The two parts were as an aeration basin, and the third part was a clarifier for separating the floc from the fluid phase. The two sections of the aeration basin were modified using packing media. After the construction, installation and drainage of reactors, the system was launched. To launch the reactors, first the seeding was done. For this purpose, the reactors were filled with sludge from the return flow of aeration basin to the human wastewater treatment plant. The IFAS reactor was packed with ratio 70% by Honeycomb packing F 19-1. The honeycomb hatching specification F 19-1 is presented in Table 2 . The IFAS reactor was aerated for 25 days to provide a good biofilm on packing media. After completing this period of aeration, synthetic wastewater was injected into the system with specifications similar to the wastewater of the plant to be adapted to the biological system. This operation continued until the quality of the effluent of the pilot plant did not change significantly during the course. Aeration was used to provide dissolved oxygen of 2 to 4 mg/L and liquid mixing.
After stabilizing the system and full biofilm growth on the packaging media, the main wastewater was injected. Pre-coagulation and flocculation wastewater samples used in this study were prepared from the equalization tank wastewater treatment plant. Pilot was launched by three Hydraulic retention time (HRT), 4, 6, and 8 hr. In each step, the inlet and outlet wastewater characteristics were analyzed. The chemical compounds used for the synthesis of wastewater were including starch (1,2 mg/L), glucose (952 mg/L), NH 3 Cl (56 mg/L), KH 2 PO 4 (12.2 mg/L) and Na 2 CO 3 (1.6 mg/L). Table 3 shows the input raw wastewater specifications to the IFAS reactor. During the startup of the anaerobic reactor, the HRT was kept constant for 1 day by setting the flow rate. Synthetic wastewater was used together with the return sludge to feed the system continuously. To create optimal growth conditions for microorganisms in anaerobic digestion, the COD/N/P ratio was adjusted to 300/5/1. Phosphorus required for bacteria were provided from the dissolution of potassium dihydrogen phosphate. For injection of wastewater based on the desired flow rate from the raw wastewater storage tank and plant wastewater to the anaerobic reactor, and from the anaerobic reactor to the aerosol reactor, the pump was AQUA model of HC 1 made in Italy. In order to supply the required air in IFAS and mixing in this reactor, an aerated aquarium with a capacity of 45 liters of compressed air per minute was used. The chlorination of the polyethylene tanks wastewater was embedded at the end of the system. In addition to collecting pilot wastewater, this basin was used as a disinfection basin at the system stability stage (system operators in various detention times). All stages of inspecting and testing in this think about were carried out in understanding with the standard method (12) . Sampling and analysis of the parameters were performed at the time of system stability at different times from the pilot outlet (at least three times for each retention time). It is noteworthy that measuring parameters such as pH, temperature, dissolved oxygen, and every day was needed to allow for treatment conditions to be avoided and prevent disruption of the purification process.
The results of the raw wastewater entering to the anaerobic and aerobic system and its effluent in different time periods (1, 2 days anaerobic and 4, 6, and 8-hr aerobic) are shown in Table 4 . 
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• The performance of the aerobic biological system is presented in Table 5 to remove the various parameters at different times (4, 6 and 8 hours). Figure 4 also shows the effectiveness of the anaerobic biological system at different times (1, 2, 4, 6 and 8 hours aerobic). The effluent from the coagulation and flocculation unit at 3, 4, 6, and 8-hours hydraulic times is presented in Table 6 . According to the results presented in Table 6 , the remaining 2 days of anaerobic, 6-hours aerobic and 2-day anaerobic, 8 hrs aerobic had the best removal efficiency. The results of the analysis of the chemical properties of effluent from the treatment of wastewater in different time periods (1 and 2 days of anaerobic of 4, 6 and 8 hrs aerobic) are shown in Table 7 . The amount of arsenic, barium, cyanide, molybdenum and zinc in the effluent was 0.05 mg/L, iron and manganese levels were also 0.01 mg/L. The concentrations of silver, aluminum, boron, cadmium, cobalt, worm, copper, nickel, selenium, and vanadium in the pilot outlet were less than the ICP detection limit.
The effect of hydraulic retention time of the IFAS reactor on COD removal:
One of the most important parameters in the design and operation of biological reactors is Hydraulic Retention Time (HRT). The COD removal efficiency by anaerobic digestion was investigated at different times of 1 and 2 days HRT, in this study and the results of 2 days HRT showed that the removal efficiency was greater than 1 day. Which is consistent with the study by Li et al. (2012) (13) . In their study, the removal rate of COD from the IFAS reactor increased with increasing HRT. The increment in efficiency can be explained by the fact that the longer the amount of HRT in the digester is, the greater the time available for the removal of organic pollutants in the microorganisms, as well as by increasing the amount of settled sedimentation time suspended solids also increases. The maximum removal rate of COD in the digester was 63.10 % at a HRT of 2 days. Also, the results showed that in the HRT of low anaerobic digestion (1 day), the efficiency of COD removal in the IFAS reactor was low. Therefore its outlet concentration was high. In general, the anaerobic HRT 1 day anaerobic 4 hrs aerobic and 2 days anaerobic 8 hrs aerobic were respectively the lowest and the highest removal efficiency in the total reactor, which was 92.1% and 97.9%, respectively. This is consistent with the study by Azimi et al (2013). Azimi et al. used the IFAS to treatment Amol food industry wastewater and obtained the efficiency of removal COD by about 98% to 99% (14) . The results showed that, during the 4, 6 and 8 hrs HRT, the COD removal efficiency was >97.7%, >97.3%, and >97.7%, respectively. During all HRT, the IFAS reactor managed to bring the COD to the lowest (<5 mg/L).
Comparison of the results of the removal efficiency in the pilot study with actual data obtained from the wastewater treatment plant of the vegetable oil plant showed that the use of IFAS was associated with increased COD removal efficiency.
Anaerobic digestion efficiency and IFAS system in removing BOD and TSS:
The purpose of industrial wastewater treatment is to eliminate or reduce the concentration of organic or inorganic compounds, the compounds in these sewage systems are toxic to microorganisms, are decomposable, not decomposable and easy to decompose. Organic or inorganic materials are soluble, colloid and suspended. Using the biological units for units for the removal of biological pollutants is appropriate whilst wastewater has decomposable organic compounds. The wastewater of the vegetable oil of Varamin has a high BOD/COD ratio, which means that the use of biological processes is suitable for the treatment of this wastewater. Total suspended solids in the effluent can intrude with the reuse
Archives of Hygiene Sciences Volume 7, Number 3, Summer 2018 of wastewater. The results showed that with decreasing HRT (from 2 days of anaerobic 8 hrs aerobic to 1 day anaerobic 4 hrs aerobic), the removal of BOD also decreased, resulting in a higher concentration of outlet BOD from the system. In the total system (anaerobic reactor and IFAS), the minimum and maximum removal efficiency of BOD is related to the HRT of 1 day anaerobic 4 hours aerobic and 2 day anaerobic of 8 hrs aerobic. The reduction of HRT has had a significant effect on the removal efficiency of BOD by anaerobic reactors, IFAS and the total system. Also, the highest amount of removal of suspended solids occurred during a HRT 2-day of 8 hrs aerobic. Due to the continuous flow of wastewater inside the system and the constant volume of the secondary sedimentation unit, the increase in TSS removal was increased by increasing the HRT in the basin. The highest and lowest removal rate of TSS was obtained for 2 days of anaerobic 8 hrs aerobic (98.8%) and 1 day anaerobic 4 hrs aerobic (94.7%).
Comparison of the results of the removal BOD and TSS pilot with actual data from the refinery shows that the use of IFAS was associated with a tangible decrease in these parameters. According to the results, the BOD value at the pilot outlet in three times the hydraulic, 4, 6, and 8 hours was less than 3 mg/L. The efficiency of removal of this parameter is higher than 97% at all times. Anaerobic digestion and IFAS system efficiency in removing TKN and phosphorus: The results showed that by decreasing the HRT (from 2 days of anaerobic 8 hrs aerobic to 1 day anaerobic 4 hrs aerobic), the removal of TKN decreased, and as a result, the TKN concentration increased from the system. The minimum and maximum removal efficiency of TKN is related to the HRT of 1 day anaerobic 4 hrs aerobic and 2-day anaerobic of 8 hrs aerobic. The reduction of HRT has had a significant effect on the efficiency of removal of TKN by anaerobic reactors, IFAS and the system total. Which is consistent with the study by Regmi et al. (2011) (13) . In the study of Regmi et al., TKN increased with time. A study by Veuillet et al. (2014) also showed that, as time increases, the efficiency of removal of TKN did not increase, which is consistent with the present study (16) . According to the results, the highest and lowest removal rate of phosphorus was in HRT 2 days anaerobic 8 hrs aerobic (62.5 %) and 1 day anaerobic 4 hrs aerobic (36.1%). Due to the high concentration of phosphorus in the effluent, the anaerobic process may need to be changed, or the hydration time of the anaerobic digester should be increased. For HRT 2-days anaerobic of 8 hrs aerobic, the concentration of phosphorus from the outlet system was the lowest (3.98 mg/L). The highest and lowest removal efficiency of phosphorus was 6 hrs aerobic (65.9%) and 4 hrs aerobic (45.2%). Which is consistent with the study by Dargahi et al (2017) (17) . In a study by Dargahi et al., Which used anaerobic pond system to treatment wastewater, the results showed that by increasing the time, the removal rate of phosphorus increased. In order to provide the standard output of phosphorus, COD to phosphorus ratio, which is an important parameter in phosphorus removal, is about 40 or more. In this study, the ratio of COD to phosphorus at the inlet of the system was equal to or greater than 100, but, despite the proper fit of COD/P, there was no increase in efficiency from 6-hours aerobic to 8-hours aerobic increase, because of this incidence could be the reason for the loss of the balance of phosphorus degrading bacteria should be noted. If using a small anaerobic unit before the IFAS reactor, it can achieve the phosphorus removal efficiency to the required standard.
Chemical analysis of other pollutants at the output of the IFAS reactor:
The effluent from the coagulation and flocculation unit arrived at the 3, 4, 6, and 8-hours HRT. At all times, the amount of treatment was optimum. Owing to the results, the effluent from the pilot plant has the standard of the industrial water (group third and fourth). Standard TDS in groups 1 and 2 and chloride in group 1 are not provided with the proposed treatment in this project, but with the use of advanced treatment such as reverse osmosis, these standards can also be achieved.
For the most part, the results confirmed that industrial wastewater treatment methods using the IFAS biological system is a suitable method for the removal of pollutants. In addition to acceptable costs, appropriate technology and acceptable energy consumption, this method plays an important role in environmental conservation and can be replacing with conventional methods. Moreover, the efficiency of removing COD, BOD and TSS from the plant was at the optimum level by this system.
